7— Bracket fixed to frame with 2 x
2mm x 25mm galv nails or 2 x
12-11 x 50mm hex head type 17
screws for timber framing, or 2 x
10-16 x 16mm wafer head crews
for steel framing

Fibre cement packer or
non-combustible equivalent

——— Backing rod and the appropriate
Holdfast fire and acoustic rated
sealant to project specification

——— Brackets fixed to Supercrete™
Panel with 2 x 14-10 x 50mm hex
head screws or 2 x 12-8 x 60mm
button head screws
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This drawing must be read in conjunction with the Supercrete Acoustic Wall Systems Design Guide




